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Explanatory notes: 

The general standard prescribes that if I∆m is different from Icn
it shall be quoted on the RCBO’s. What shall be quoted on 
RCBO’s if circuit-breakers are in conformity with Annex G? 
 

The marking shall be quoted in a not visible position after final 
mounting. Examples of  two acceptable solutions: 
 

Icn I∆m
3.000 A 3.000 A 
6.000 A 6.000 A 
10.000 A 7.500 A 

Or I∆m = 3kA → MCB A (*) 
 I∆m = 6kA → MCB B (*) 
 I∆m = 7,5kA → MCB C (*) 

(*) Miniature circuit-breaker type reference or catalogue number.
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